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SPECIAL NOTE
This American National Standard (ANS) is a national voluntary consensus Standard developed under the auspices of ASHRAE. Consensus is defined
by the American National Standards Institute (ANSI), of which ASHRAE is a member and which has approved this Standard as an ANS, as
“substantial agreement reached by directly and materially affected interest categories. This signifies the concurrence of more than a simple majority,
but not necessarily unanimity. Consensus requires that all views and objections be considered, and that an effort be made toward their resolution.”
Compliance with this Standard is voluntary until and unless a legal jurisdiction makes compliance mandatory through legislation. 

ASHRAE obtains consensus through participation of its national and international members, associated societies, and public review.
ASHRAE Standards are prepared by a Project Committee appointed specifically for the purpose of writing the Standard. The Project

Committee Chair and Vice-Chair must be members of ASHRAE; while other committee members may or may not be ASHRAE members, all
must be technically qualified in the subject area of the Standard. Every effort is made to balance the concerned interests on all Project Committees. 

The Senior Manager of Standards of ASHRAE should be contacted for
a. interpretation of the contents of this Standard,
b. participation in the next review of the Standard,
c. offering constructive criticism for improving the Standard, or
d. permission to reprint portions of the Standard.

DISCLAIMER
ASHRAE uses its best efforts to promulgate Standards and Guidelines for the benefit of the public in light of available information and accepted
industry practices. However, ASHRAE does not guarantee, certify, or assure the safety or performance of any products, components, or systems
tested, installed, or operated in accordance with ASHRAE’s Standards or Guidelines or that any tests conducted under its Standards or Guidelines
will be nonhazardous or free from risk.

ASHRAE INDUSTRIAL ADVERTISING POLICY ON STANDARDS
ASHRAE Standards and Guidelines are established to assist industry and the public by offering a uniform method of testing for rating purposes, by
suggesting safe practices in designing and installing equipment, by providing proper definitions of this equipment, and by providing other information
that may serve to guide the industry. The creation of ASHRAE Standards and Guidelines is determined by the need for them, and conformance
to them is completely voluntary.

In referring to this Standard or Guideline and in marking of equipment and in advertising, no claim shall be made, either stated or implied,
that the product has been approved by ASHRAE.
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(This foreword is not part of this standard. It is merely
informative and does not contain requirements necessary
for conformance to the standard. It has not been pro-
cessed according to the ANSI requirements for a standard
and may contain material that has not been subject to
public review or a consensus process. Unresolved objec-
tors on informative material are not offered the right to
appeal at ASHRAE or ANSI.)

FOREWORD

Addendum e tempers the statement in Section A4.8, “Bacteria
and Viruses,” regarding whether HEPA filters remove bacte-
ria and viruses.

Note: In this addendum, changes to the current standard
are indicated in the text by underlining (for additions) and
strikethrough (for deletions) unless the instructions specifi-
cally mention some other means of indicating the changes. 

A4.8 Bacteria and Viruses. Aircraft air distribution system
design is intended to minimize the spread of people-generated
contaminants, including bacteria and viruses, by minimizing
the airflow in the fore and aft directions, while providing ven-
tilation to the airplane occupants. In addition, high-efficiency
particulate air filters (HEPA) on the recirculated air compo-
nent are standard on most large, new production aircraft but
are uncommon on the regional fleet. These filters are
designed to may remove bacteria and viruses. Aircraft occu-

pants may be infected by several routes of transmission: prox-
imity, including direct contact (contact with an infected
person) and indirect contact (touching an infected surface
such as a cup or lavatory door handle and then touching one’s
mouth or eyes); exposure to aerosols due to proximity (aero-
sols generated by an infected person that land within a short
distance); and, potentially, exposure to smaller airborne parti-
cles that are affected by airflow patterns in the cabin. The rel-
ative contributions of these transmission routes within the
aircraft have not yet been quantified, but an important trans-
mission route is believed to be close proximity. Other vari-
ables include pathogen type (i.e., clinically relevant dose) and
individual susceptibility to infection. For both routes, the
exposure potential, and therefore the risk of infection, will
increase relative to the duration of the flight. For the contact
route, regular hand washing and avoidance of touching one’s
face is expected to reduce the risk of infection. For the air-
borne route, the residency time of infectious agents in the pas-
senger cabin air will be influenced by the total ventilation
rate. That is, the greater the per-person total ventilation rate,
the shorter the residency time, everything else being the same.
Properly installed and maintained HEPA filters are designed
to be effective at removing small particulate in the size range
of single viruses and clusters and bacteria, which makes the
total ventilation flow effective for dilution of particulates.
Seating configuration and occupant activity will affect the
degree of overlap between occupants’ microenvironments.
The relative contributions from contact with infected surfaces
and airborne exposure should be assessed by a cognizant
health organization.

Addendum e to Standard 161-2018

Revise Section A4.8 in Informative Appendix A as shown.
The remainder of Appendix A in unchanged.
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POLICY STATEMENT DEFINING ASHRAE’S CONCERN
FOR THE ENVIRONMENTAL IMPACT OF ITS ACTIVITIES

ASHRAE is concerned with the impact of its members’ activities on both the indoor and outdoor environment.
ASHRAE’s members will strive to minimize any possible deleterious effect on the indoor and outdoor environment of
the systems and components in their responsibility while maximizing the beneficial effects these systems provide,
consistent with accepted Standards and the practical state of the art.

ASHRAE’s short-range goal is to ensure that the systems and components within its scope do not impact the
indoor and outdoor environment to a greater extent than specified by the Standards and Guidelines as established by
itself and other responsible bodies.

As an ongoing goal, ASHRAE will, through its Standards Committee and extensive Technical Committee structure,
continue to generate up-to-date Standards and Guidelines where appropriate and adopt, recommend, and promote
those new and revised Standards developed by other responsible organizations.

Through its Handbook, appropriate chapters will contain up-to-date Standards and design considerations as the
material is systematically revised.

ASHRAE will take the lead with respect to dissemination of environmental information of its primary interest and
will seek out and disseminate information from other responsible organizations that is pertinent, as guides to updating
Standards and Guidelines.

The effects of the design and selection of equipment and systems will be considered within the scope of the
system’s intended use and expected misuse. The disposal of hazardous materials, if any, will also be considered.

ASHRAE’s primary concern for environmental impact will be at the site where equipment within ASHRAE’s scope
operates. However, energy source selection and the possible environmental impact due to the energy source and
energy transportation will be considered where possible. Recommendations concerning energy source selection
should be made by its members.
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About ASHRAE

ASHRAE, founded in 1894, is a global society advancing human well-being through sustainable technology for the
built environment. The Society and its members focus on building systems, energy efficiency, indoor air quality,
refrigeration, and sustainability. Through research, Standards writing, publishing, certification and continuing
education, ASHRAE shapes tomorrow’s built environment today. 

For more information or to become a member of ASHRAE, visit www.ashrae.org.

To stay current with this and other ASHRAE Standards and Guidelines, visit www.ashrae.org/standards.

Visit the ASHRAE Bookstore

ASHRAE offers its Standards and Guidelines in print, as immediately downloadable PDFs and via ASHRAE Digital
Collections, which provides online access with automatic updates as well as historical versions of publications.
Selected Standards and Guidelines are also offered in redline versions that indicate the changes made between the
active Standard or Guideline and its previous version. For more information, visit the Standards and Guidelines
section of the ASHRAE Bookstore at www.ashrae.org/bookstore.

IMPORTANT NOTICES ABOUT THIS STANDARD

To ensure that you have all of the approved addenda, errata, and interpretations for this
Standard, visit www.ashrae.org/standards to download them free of charge.

Addenda, errata, and interpretations for ASHRAE Standards and Guidelines are no longer
distributed with copies of the Standards and Guidelines. ASHRAE provides these addenda,
errata, and interpretations only in electronic form to promote more sustainable use of
resources.
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